Economic constraints are driving the electric power industry to seek improved methods for monitoring, control, and diagnostics. To increase plant availability, various techniques have been implemented in industry to assess equipment condition to prevent system inoperability. The availability of a large number of measured signals and additional component information and the increasing number of signal processing options to analyze sampled data motivate the assimilation of such diverse information into a plantwide condition monitor. The use of fuzzy logic is described herein for the purpose of performing the decision making regarding the system status and the possible need for component maintenance. Fuzzy-logic-based diagnostic monitoring is applied to data acquired from instrumentation within operating facilities.
Introduction
Competition due to the deregulation of the electric power industry has provided additional motivation for power plant owners to implement predictive maintenance (PM) programs. Equipment health monitoring is known by a variety of related endeavors including condition-based and reliability-centered maintenance. To accomplish the PM without interrupting equipment operation necessitates the use of online monitoring tools for signature analysis. Those signatures, in turn, must be scrutinized to ascertain whether the system or component is trending toward a failure condition. The originating signals are often the result of stochastic (random) processes. Figure 1 illustrates three basic approaches to equipment maintenance. Corrective (or reactive) maintenance is taken only after the component has failed. To avert breakdown, preventive approaches involve anticipatory actions based on a schedule or prediction. Scheduled maintenance, which may involve inspections and/or preemptive replacements, can be performed on either calendar or equipment use bases. Predictive maintenance is initiated because of a detected onset of equipment malfunction or failure. Reliability-centered maintenance incorporates all three approaches while considering the importance of the equipment to the facility mission and is generally based upon failure modes and effects analysis.
The capability to detect faults and to replace the components just prior to failure is desired by industry. By doing so, the consequences of unexpected equipment failures can be avoided. Online component monitoring can yield higher availability, extended life, and reduced costs. Incipient failure detection serves not only to avoid catastrophic failure, but also to assist in planning corrective actions (i.e., preventive maintenance). Incipient failure detection has the ability to assist in achieving condition-based maintenance objectives.
Many fault detection and isolation (FDI) techniques have been developed over the years. The approach presented in this paper seeks to build upon proven FDI methods for sensor validation. Whereas the vast majority of research focuses on a specific diagnostic approach, this work seeks a means by which the diverse diagnostic information provided by multiple techniques may be integrated-fuzzy logic is chosen as the agent to achieve this data fusion.
This paper begins with a brief survey of the applications of fuzzy logic to diagnostics and power plants. The next section then describes the philosophy behind the fuzzy logic diagnostic monitoring (FLDM). This is followed by a description of how the FLDM can be implemented for condition monitoring. Analysis results from applying the fuzzy logic health monitoring to data acquired from nuclear reactor systems are presented in conjunction with the methodology description.
Applications of Fuzzy Logic
A popular application of fuzzy logic (FL) has been in the area of control. Implementations of fuzzy control in electrical power stations include solar thermal power plants [1, 2] , nuclear unit steam generator level control [3] [4] [5] , and groundwater pumping at a coal-fired unit [6] . As an example bridging control and diagnostics, Holmes and Ray studied control system development for a fossil power plant in which a fuzzy-logic-based controller was tasked with making judgments between system dynamic performance versus structural durability in critical components [7] .
As this paper is focused on power plant diagnostics, the remainder of this section briefly surveys some of the fuzzy logic applications in these domains. Choi et al. developed an online fuzzy expert system to provide the operator with uncluttered alarm displays and systemwide failure information during anomalous conditions and carry out alarm prognosis to warn the operator of process abnormalities in nuclear power plants [9] . Holbert et al. applied fuzzy logic to intrusion detection in supervisory control and data acquisition (SCADA) systems [10] . Pareek and Kar presented a successful demonstration of the application of a type 2 fuzzy logic system to predict the compressor discharge pressure of a power plant gas turbine [11] . Köppen-Seliger et al. used a fuzzy logic rule base to evaluate the residuals obtained by any available analytical knowledge from several subsystems to perform fault diagnosis for the high-pressure preheater of a power plant [12] . In the work of Na et al., a smart software sensor using a fuzzy model was developed to perform accurate online estimation of the feedwater flow rate and also to monitor the status of the existing hardware sensors for pressurized water reactors [13] . Fuzzy-logicbased diagnostics have been applied to a variety of electric generating stations including a hybrid fuel cell-gas turbine facility [14] and a combined cycle power plant [15] .
Fuzzy logic has also been applied to component and process diagnostics in problems of a general nature [16] . For instance, Mendonça et al. employed a fuzzy model to perform FDI for an industrial servoactuated pneumatic valve [17] . Yui and Lee utilized fuzzy set theory to integrate quantitative information into a qualitative model-based diagnostics system [18] . Aubrun et al. tested an FL-based evaluation and reconfiguration method for actuator failures using simulation data from a thermal plant [19] . In their work, FL was used for both residual evaluation and to reconfigure the control system using fuzzy rules. Regarding the fault isolation, they concluded that FL provides better results in terms of the robustness of the models as compared with the classical methods [19] . Amin et al. applied fuzzy inference systems, knowledge fusion, and feature extraction to create a robust health monitoring system for the determination and classification of pump degradation [20] . For creating a failure detection system destined for complex processes such as a chemical plant, Vaija et al. proposed the use of a multilevel fuzzy system [21] . Mechefske applied fuzzy logic techniques to classify frequency spectra that represent various rolling element bearing faults [22] . Uriu et al. successfully expressed the quench margin of a superconducting magnet system in terms of a "danger factor" that is generated by incorporating data gathered from numerous sensors [23] .
A few researchers have also promoted FL in the context of instrumentation fault detection. Application of FL to signal validation appears to have been first proposed by Heger et al. in 1993 [24] . As they stated, fuzzy logic is useful for instrument fault detection, as it possesses the advantage of transforming linguistic information to numerical values for processing and then later back to the linguistic domain [25, 26] . Mourot et al. suggested the use of fuzzy pattern recognition for gross error detection problems [27] as may be encountered when utilizing parity equations to generate residuals. Sauter et al. investigated the use of FL to diagnose sensor and actuator faults in a simulated mechanical system. In particular, they evaluated residuals in an adaptive manner, and they used an FL technique to diagnose fault signatures from a dedicated observer scheme [28] . In addition, Hines et al. used FL to model and estimate process states as part of an adaptive neural-fuzzy inference system intended to perform instrument channel calibration verification [29] . Other hybrid implementations of FL for sensor validation include the coupling of FL with state estimation techniques [30] .
As sensors provide the means by which operators and control systems regulate systems, the field of instrumentation fault detection and isolation has seen many studies over the years. For those readers seeking to review the scientific literature in the field of FDI, see the recent review papers [31, 32] , reports [33] , and books [34, 35] .
Fuzzy Logic Diagnostic Monitoring
Predictive maintenance programs generally employ signal processing techniques to perform condition monitoring on particular plant equipment and systems. Such efforts have the potential to draw upon a plethora of digital signal processing methods which have been developed and can be targeted toward specific fault signatures. These approaches are challenged to perform FDI and anomaly characterization, 
Philosophical Approach.
One facet of the philosophical approach taken in developing the FLDM was to consider the methodology often taken when a person is ill. Typically, a physician first employs a variety of simple measures (e.g., body temperature) and afterwards may order additional diagnostic tests (e.g., X-ray) to be performed based on the initial evaluation of the patient. This thought process led to an additional FLDM attribute in a further effort to provide an effective health monitor, specifically the incorporation of a knowledge (data) base of information concerning the equipment operational history including manufacturer reliability data and other maintenance records. Similar to patient records, baseline signatures (when the equipment is functioning in a normal, fault-free manner) are acquired and stored for future reference and comparisons. When performing FDI, the four stages, listed in order of increasing difficulty, are as follows (see Scheme 1) (1) detection that an actual fault has occurred, (2) isolation of the fault components/devices, (3) identification of the fault type and/or cause, and (4) mitigation of the fault (e.g., repair).
The plantwide fuzzy logic health monitoring employs multiple signal processing modules to perform fault detection, isolation, and characterization. Operational data signals are sampled from existing and retrofitted sensors throughout the power plant. The modular architecture of the FLDM then allows signal analyses in parallel, that is, the health of a given component or system can be assessed using multiple independent signal processing techniques. As depicted in Figure 2 , the FLDM uses a two-stage approach in which the first phase employs the more common techniques for robust fault detection. Subsequently, the second stage algorithms, which are intricate in nature, are intended to characterize the anomaly. The characterization effort is critical to determining the proper maintenance response.
Creating the FLDM then requires the selection of suitable signal processing modules. It must be recognized that each approach has its advantages and disadvantages. Carnero noted, in the context of a screw compressor predictive maintenance program, that the most suitable diagnostic techniques must be selected or the PM program may fail [36] . Furthermore, process conditions (e.g., transient changes and the particular steady-state operating point) can adversely affect the ability of some signal processing techniques to accurately analyze the data. Of course, reliable commercial implementations favor those methods with lowmissed and false alarm rates. Instantaneous failure detection using single-observation conclusions is appropriate only in those cases in which gross failure is experienced. Alternatively, long-term monitoring is required to identify slowly developing faults such as those anticipated in a predictive maintenance application. In order to improve the overall reliability of the health monitoring, we promote the use of multiple methods to address the diverse failure mechanisms (categories) and the implementation of multiple techniques within a failure category to improve the fault detection.
A salient feature of the approach presented in this paper is that it builds upon proven fault detection and isolation techniques. A challenge to an integrated condition monitoring system is the assimilation of the diverse results from the signal processing modules into a final status decision. Over time, experience may demonstrate the need to remove a module due to poor performance, or if a new state-of-theart technique becomes available, then it can be inserted into the existing integrated health monitor. To accomplish this, we employ a rule-based fuzzy logic decision maker.
Many methods are geared toward the detection of a single failure mode and, therefore, lack the robustness required for any practical application. Furthermore, various equipment and component failure modes exist. Two additional failure cases which must be considered are the possibilities of multiple failures (via the same or different failure modes) and common-mode failure. Detection of multiple failure modes has obvious advantages; however, the more complex the failure mode, the more difficult it is to detect and the further the fault detection scheme tends into the area of process fault diagnostics.
Stage 1 Signal Processing
Modules. To achieve wide applicability throughout an entire industrial plant, such as a nuclear generating station, general-purpose signal processing techniques are needed. These signal processing modules provide the initial analyses of plant data to ascertain whether an anomaly exists. The more in-depth analyses can be performed, if desired, to more definitively characterize the problem.
To illustrate the use of the general-purpose signature analysis methods, consider the four temperature signals shown in Figure 3 . These signals were obtained from the upper plenum of the Experimental Breeder Reactor II during a startup from 0% to 100% full power. The first signal (Figure 3(a) ) visually shows a uniform amount of noise regardless of the power level; however, the other three signals exhibit increasing levels of noise as the reactor power rises, with the last temperature reading (Figure 3(d) ) being especially noisy. The signal noise could be due to sensor maloperation or a process irregularity. Or perhaps the E l e v a t e d F r e q u e n t V e r yN o i s y increased noise is perfectly normal and it is the signal without increased noise that is actually abnormal. The FL decision maker must combine the signal analysis results with expert derived rules to ascertain the correct diagnosis. Consider a fuzzy noise detector that utilizes only two inputs: the rms and zero-crossing rates of the signals. The rms and zero-crossing rate are first measured and individually fuzzified. The rms value may be fuzzified into zero, low, ordinary and elevated values. The zero value is necessary to account for situations such as signal saturation and loss of signal. The zero crossing rate (ZCR) is similarly fuzzified into infrequent, regular, and frequent. For our first example, a simple rule set is produced and delineated in Table 1 . Rules 3 and 4 account for situations such as signal saturation and loss of signal. In the case of the second temperature sensor ( Figure  3(b) ), the rms value is computed as 0.80
• F and the ZCR is 2.75 per min at around t = 350 mins. The rms value is fuzzified and found to have a membership of 1.0 in the low group. Likewise, the ZCR is fuzzified and determined to have a unity membership in the infrequent (note: the overline is read as not infrequent) class. After applying the rules and performing the centroid defuzzification, the overall signal noise status is normal as only Rule 1 is activated, even though the human perception based on Figure 3 (b) might be to consider it noisy.
The results for the third and fourth signals are similar, except that the fourth signal is classified as very noisy and the third signal is deemed simply noisy. The σ = 1.69
• F of the third temperature produces memberships of 0.39 and 1.0 in the low and ordinary groups, respectively; the ZCR = 5.22/min activates both the frequent and infrequent to a degree of unity as seen in Figure 4 . The diagnostic result for the third signal is noisy even though both Rules 1 and 2 are triggered.
The analyses of this example have been performed on a single signal, and the rms and ZCR are fuzzified according to the baseline signal features that are stored in the plant database, which is described later. Although this example has shown analyses based on examining a single sensor without regard to the behavior of other similar signals, the features from redundant and related signals can also be compared to further enhance the confidence of the result. Moreover, such comparisons aid in resolving whether the noise is the consequence of an equipment anomaly or a process abnormality.
As an example of the interdependency between process and equipment diagnostics, consider the spike in the reactor core exit temperature signal shown in Figure 5 . Such an occurrence requires an evaluation as to whether this impulse is an actual process change or an erroneous reading. Rateof-change limit checking can be used in this situation to ascertain that, in fact, such a physical change is improbable, but not impossible. Nevertheless, this possibility forms the basis of several rules which depend on the variable of interest and the magnitude of the rate of change as defined by fuzzy membership functions. Furthermore, additional information can be incorporated in the decision-making process by looking at other related process variables. For instance, such a large temperature rise would require a significant increase in power and/or a loss of heat rejection capability as might be experienced during a loss of coolant flow. This situation demonstrates the need for the fuzzy rule knowledge base to discriminate equipment malfunction from process abnormalities.
Rudimentary signatures such as these have wide applicability across plant systems. The failure modes addressable by fundamental signal descriptors include spikes, drift, bias, noise, and stuck. Pattern recognition and additional digital signal processing modules employing advanced time and frequency domain techniques could also be included within the diagnostician, but those would generally be the forte of the characterization stage. Besides random signal analysis, deterministic test results can also be included as input to the condition monitor, for example, machine lubricating oil and wear particle analyses, but again those represent indepth and system-specific methods. The effort in realizing an effective diagnostic monitor then becomes the analysis of the acquired data in order to determine whether the particular system or component is exhibiting characteristics that warn of incipient failure.
Diagnostic Monitoring.
Process data fusion, analysis, and interpretation represent key barriers to achieving better equipment health monitoring. Results have shown that fault detection must be accomplished by using diverse signal processing techniques to perform robust signal analysis; however, these methodologies should be melded into a cohesive fault detection scheme rather than combined in a parallel scheme that permits no crosstalk between the signal processing techniques. A rule-based fuzzy logic approach allows the combination of information from multiple domains. General signal processing techniques are useful but indepth equipment condition monitoring requires equipmentspecific analysis algorithms. As an example, consider the authors' health diagnostics of pressure sensing lines in nuclear power plants [37, 38] . For such instrument line diagnostics, the power spectral density of the pressure fluctuations (noise) is determined and compared to transfer function based models of normal and anomalous conditions such as line blockage, gas entrapment, and leakage [39] . In the end, however, all of these results must be combined via a higher-level decision-making module-this is the role of the FLDM.
Fuzzy logic is employed in a decision-making capacity (see Figure 6 ) for system diagnostics using signal processing modules. By keeping the diagnostic monitor flexible with respect to the applicable types of equipment and systems, the FLDM can be applied on a plantwide basis. The system can also be expanded through the addition of other FDI methods (such as Kalman filtering) to process the collected data and information.
In encoding the FLDM, we recognize that plant personnels have an advantage over FDI methods in terms of their personal experience and the human capability to assimilate a wide range of information and new data. In contrast, computers have an edge in being able to process such information faster than their human counterparts can. Fuzzy logic, as an artificial intelligence tool, can take advantage of the plant operators' experience and the rapid data processing capability of computers. The numerical results of the various signal-processing modules are fuzzified for processing by the FLDM, which incorporates the intellect of the engineeranalyst into the fuzzy rules. The rule-based fuzzy system created here uses the Mamdani fuzzy inference process. The fuzzy rules and weighting factors are tailored to the particular equipment and signal processing techniques. For example, a zero weighting factor can be used to prohibit a particular module from analyzing data from a given component while still making the module available for examining other plant systems. The weights are chosen to reflect the confidence by which a given signal processing module can properly identify a given failure mode within that particular equipment/ system. The computational overhead for the fuzzy system is such that signal analysis can be accomplished in real time.
The modular architecture allows the insertion of new stateof-the-art techniques when they are deemed useful to electric generating stations. A rule base is created allowing the human perception of the situation to be represented mathematically. The rule base of the fuzzy logic approach is generic in the sense that the rules are oblivious to the particular state variable being measured. Fuzzy set operations are applied in conjunction with the rules. Finally, a defuzzification scheme is used to determine the centroid location and, therefore, the signal status. Although the signal processing modules may be applied to all the collected data, this is not to say that the weighting factors are the same for all plant components and systems. Whereas the various techniques generally utilize strict numeric boundaries during the fault detection, the monitor described here relaxes the hard boundaries by utilizing fuzzy set theory. As such, this method bridges the statistical approaches taken by hypothesis testing techniques with the heuristic methods applied by system operators.
Besides the real-time data analyses, a database of component reliability can be utilized from which more accurate decisions can be made regarding equipment health. A list of some of the information that may be incorporated in the database is given in Table 2 . The information employed for the second-stage system is derived from the general database, which also includes a tree-structured database as depicted in Figure 7 . The tree-structured database is a linked list that facilitates the dynamic creation of system-specific rules from general relationships. It provides a physical description of the infrastructure of interest and knowledge of its instrumentation network, including sensor types, locations, manufacturers, model numbers, and nearby sensors. The tree-structured database is constructed to ensure that the fuzzy system is portable between diverse power plants and adaptable when either the sensory network or the infrastructure is modified. To reduce the possibility of false alarms due to common-cause instrument anomalies, the tree Figure 7: The tree-structured database containing a physical description of the power plant and its sensory network. structure may be used to search for the occurrence of similar abnormalities.
Another issue is whether the plant is operating at steadystate conditions or whether it is undergoing a transient, for instance, during startup or load changes. Some signal processing techniques are better suited to static conditions whereas other methods may be adept at dynamic conditions. Practically speaking, the data from base load nuclear power plants are generally easier to analyze than those from peaking units.
Instrument Calibration Monitoring
This section presents a more detailed example of the application of fuzzy logic to health monitoring of process instrumentation. Here we detail the use of fuzzy logic for a specific application, in particular by showing representative rules, fuzzy membership function, and actual results from the application of the FLDM to data from an operating nuclear power plant.
Calibration Reduction.
In any process, the system conditions must be measured in order to achieve the desired operating configuration. Part of the effort in improving process monitoring, control, safety, and maintenance using automated computer systems must be dedicated to insuring the accuracy and reliability of the indicated process conditions as obtained from the instrumentation system [40] . Diagnostic functions and condition monitoring must be performed based on validated process signals. Sensor validation (or instrument fault detection) is a determination whether a process indicator is providing a reliable reading. The incentives for performing sensor validation lie in both concerns for safety and the economic returns possible. Properly validated signals increase plant availability and the reliability of operator actions.
Various approaches have been developed to perform signal validation. Many methods originated from the aerospace and nuclear industries. Most techniques employ a two-stage process: (1) generation of residuals and (2) decision making based upon hard thresholds. The residual signals (nominally near zero) deviate from zero in characteristic ways when certain faults occur. The residual generation methodologies include the following.
(1) Parity space (see review by Patton and Chen [41] ), (2) Dedicated observers [42, 43] , and (3) Kalman filters [44, 45] .
The decision making is based upon various tests, including the generalized likelihood ratio (GLR) [46] [47] [48] , sequential probability ratio test (SPRT), and innovation properties (tests for whiteness, mean, covariance, chi-square, etc.), applied to the residuals.
Two primary types of failure are addressed by sensor validation: (1) incipient (catastrophic) failure detection and (2) detection of instrument calibration drift. For instance, if instrument calibration is drifting over time, then preventive maintenance on the instrument channel may be performed before complete failure. This predictive maintenance aspect has the benefit of a maintenance scheduling aid, including the ability to preorder components, as well as the possibility in the severest case of preventing a nuclear plant trip, which depending on the nature could require the filing of a Licensee Event Report (LER) with the USA Nuclear Regulatory Commission-a situation to be avoided.
Calibration reduction is a particular application of sensor validation. Calibration reduction does not eliminate the need to perform instrument calibration, but lessens the effort involved. An obvious benefit of calibration monitoring is reduced manpower requirements due to the lessened workload. Since some sensors are normally inaccessible, this recalibration effort may come during an already busy plant outage-when labor is already at a premium. In a nuclear power plant, calibration reduction can also lower the amount of time spent in radiation areas, thereby reducing personnel exposure.
Fuzzy Logic Diagnostic Approach.
Consider that multiple readings of a given process variable are available directly with physically redundant sensors and/or indirectly via analytical or empirical relationships. To begin the analysis, an absolute deviation between all possible signal pairings is calculated according to
where N is the number of redundant sensors and x i is the measurement from the ith sensor at a given time instant. The range of possible values, that is, the universe of discourse, for δ varies from zero, when the signal pair is in complete agreement, to the instrument range, R, which is the maximum possible deviation. This universe of discourse for δ is quantized into several overlapping fuzzy-set values:
In particular, this deviation is normalized based on the signal standard deviation, σ, using three regions: (1) small, (2) medium, and (3) large deviations, as shown in Figure 8 . In performing instrument calibration monitoring, two results are important: (1) an instantaneous indication of how a sensor is performing relative to its redundant units, and (2) a long-term determination of whether an instrument channel is functioning properly. The presence of random fluctuations requires a statistically significant number of data samples taken over a representative period to minimize the false alarm probability. Therefore, not only must the sensor deviations be monitored, but also the frequency of the small, medium and large deviations. Hence, a second fuzzy input variable-the frequency, τ k , at which the deviation type k has been observedis introduced. In practice, the value of τ is obtained by maintaining a running average over a number of contiguous samples up to the current sample time, when the status decision is made. For τ, the universe of discourse ranges from 0% to 100%, and the fuzzy set values are (see Figure 9 ): is known that at least one sensor may need to be replaced or recalibrated, so maintenance may be planned accordingly. 
which are graphed in Figure 10 . Rules associate the signal state with the deviation between the sensor readings, and the frequency at which those deviations have been observed. The rule set must be established such that a status result is issued for each signal. Furthermore, the rules are constructed to consider the effects that an inconsistent sensor has on the deviation and frequency of occurrence for a calibrated instrument. For example, in a signal pairing comparison between an accurate and an inaccurate reading, both sensors may initially be deemed inconsistent with respect to one another.
With a group of three or more sensors measuring the same state-variable, sensor fault isolation is possible. In the case of four redundant sensors, there are twelve state fuzzy variables and four fuzzy status variables. There are six deviations computed (e.g., δ 12 Different weights are assigned for the rules. In particular, the first six rules use a weighting factor of 0.3 because of the adverse effect that a single faulty sensor can have on the consistency checking results for reliable instruments. Unit 
weights are applied to Rules 7 through 12 since this situation of consistency has a high degree of confidence. The last six rules have a weight of 0.6 since their occurrence is to be expected given the statistical fluctuations present in a process and the variability of plant operating conditions. The compactness of the rule base and the simplicity with which the deviations and frequency fuzzy variables are applied together with the rules allow signal processing in real time. The fuzzy logic approach is also capable of evaluating situations in which analytical models are employed. Deviations between analytical model estimates and hardware measurements can occur due to (1) a failure in the sensor measuring the state variable of interest or (2) an anomaly in an input signal sent to the analytical model.
The basis of the calibration reduction (but not total elimination) is the intercomparison of redundant process measurements. The process readings are monitored on a continuous basis-over weeks for instance. During this time period either the signals will agree or they will disagree. If (as one would hope), the redundant signals concur with one another, one of two conclusions can be surmised: (1) the signals are all accurate or (2) the signals have all failed by some common-cause mode such as calibration drift. The problem is then reduced to verification of the calibration of one of the redundant sensors (channels). Should the tested instrument prove to be within calibration specifications, it may be concluded that the remaining (untested) sensors are within calibration specifications and they do not require recalibration. Figure 11 are pressurizer pressure measurements recorded at a commercial pressurized water reactor (PWR). Using the first 200 days worth of data, the deviations and the frequencies of occurrence for these pressure readings were first calculated and are given in Table 4 . The fuzzified values are then evaluated using a Mamdani style fuzzy system, which employs minimum implication, summation aggregation, and centroid defuzzification. In the results for these pressurizer data, only six of the eighteen rules were activated. The fuzzy diagnostic monitor accurately identifies that Signal 1 is an out-of-calibration pressure transducer. Signal 2 is identified as consistent, and Signals 3 and 4 are deemed partially consistent. A close examination of Rules 1-3 and 10-12 reveals that this latter status is not entirely a consequence of the first signal's inconsistency, as Signals 2-4 are not tightly coupled as a group. The effect of the inconsistent sensor can be removed by reapplying the fuzzy system to only Signals 2-4. Neither the deviations nor the frequencies of occurrence have to be recomputed and a smaller, three-sensor rule set is used. At approximately day 200, the faulty sensor was recalibrated such that it (visually speaking when looking at the data of Figure 11 ) becomes more consistent with the other three transducers. The particular deviations and frequencies of occurrence for the last 50 days are also given in Table 4 . The fuzzy analysis results conclude that Signals 2 and 3 are consistent, and that Signals 1 and 4 are partially inconsistent. These results can be visually verified by noting that Signals 1 and 4 are the outliers in the data of Figure 11 .
Calibration Reduction Example. The data shown in

Summary
Predictive maintenance can be achieved without disturbing the plant operation. Fault-tolerant signal processing based on fuzzy logic can help power plant operators meet the goal of effective, efficient, and safe operation of complex systems. Fuzzy logic-based condition monitoring is described for improving state-of-the-art monitoring and diagnostic capabilities for general industrial processes. Its feasibility is shown through the analysis of sensor data obtained from operating reactor systems. Such technology has multidisciplinary applications besides electric generating stations, including chemical processing plants, highways, and air/space craft. In the longer term, FLDM could be provided with some level on online learning which might be augmented by operator input [50, 51] .
